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INTRODUCTION 
 
Norridge School District 80 implemented a proactive program of water testing at John V. 
Leigh School.  Water sampling was conducted by Mr. Jeffrey Olson of Aires Consulting 
on December 6, 2017. Mr. Geoffrey J. Bacci II, P.E. designed the studied and 
developed this report. 
 
All sampling methodology followed protocol required by The Lead in Drinking Water 
Testing Bill (LDWTB) an guidelines published by the Illinois Department of Public Health 
(IDPH).  Detailed background information on testing requirements, methodology and 
lead health effects are included in the main report to the District that summarizes results 
and offers recommendations. 
 
 
RESULTS 
 
Field sheets identifying sample numbers and sample locations are included in Appendix 
I.  Laboratory results are included in Appendix II. 
 
The following locations exceeded 5 parts per billion (ppb).  Locations that exceeded the 
EPA action level of 20 ppb are shown in bold print. 
 
• LEWF-18A: first draw sample from the drinking fountain in the LL Hall 

across from Room 147 – 22.0 ppb 
• LEWF-18B: flush sample from the drinking fountain in the LL Hall across from 

Room 147 – 5.98 ppb 
• LEKS-35A: first draw sample from the sink in the Gym Kitchenette – 7.63 ppb 
 
Parents should be notified of results that exceed 5 ppb parents within 7 days per IDPH 
guidelines.  Remaining results should be at minimum posted on the Districts website.  
All sample results should be e-mailed to IDPH within 7 days. 
 
Drinking fountains that exceed 20 ppb should be taken out of service. Further 
investigation and corrective action is necessary to identify the lead source and identify 
corrective action to reduce lead levels. 
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PROFESSIONAL CERTIFICATION 
 
Aires Consulting, a division of Gallagher Bassett Services, Inc. conducted this study in 
the interest of Norridge School District 80 to assist in meeting environmental obligations 
and regulations.  In this respect, we hope the results of this study are useful.   This 
study was not intended to include every environmental exposure that may be present at 
the facility; only those items specifically addressed in the report were evaluated.  If you 
have any questions concerning this study please let us know. 
 
Respectfully Submitted, 

   
Geoffrey J. Bacci II, P.E.   
Director of Operations 
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Field Collection-CoC Addendum
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Revision 8
July 31, 2017

ISBE ID: 60160800022002
Building ID: LEIGH School 

Building Description:
Sample Collecti  12.6.17
Collected by: Jeff Olson

Sample Time 
(12 HR Clock)

Sample ID 
Number

Sample Location Description Fixture Type               
Date of Last 

Use

Time of Last 
Use 

(12 HR Clock)
Sample Type      

Sample 
Volume 

(mL)
Notes

5:07 AM LEWF-1A 2ND FLR WEST HALL LEFT DF - Drinking Fountain 12.5.17 5:00 AM First Draw 250

5:08 AM LEWF-1B 2ND FLR WEST HALL LEFT DF - Drinking Fountain 12.5.17 5:00 AM Flush 250

5:09 AM LEWF-2A 2ND FLR WEST HALL RIGHT DF - Drinking Fountain 12.5.17 5:00 AM First Draw 250

5:09 AM LEWF-2B 2ND FLR WEST HALL RIGHT DF - Drinking Fountain 12.5.17 5:00 AM Flush 250

5:10 AM LECS-3A ROOM 228 S - Sink 12.5.17 5:00 AM First Draw 250

5:10 AM LECS-3B ROOM 228 S - Sink 12.5.17 5:00 AM Flush 250

5:11 AM LECS-4A ROOM 226 S - Sink 12.5.17 5:00 AM First Draw 250

5:11 AM LECS-4B ROOM 226 S - Sink 12.5.17 5:00 AM Flush 250

5:12 AM LECS-5A ROOM 219 S - Sink 12.5.17 5:00 AM First Draw 250

5:12 AM LECS-5B ROOM 219 S - Sink 12.5.17 5:00 AM Flush 250

5:13 AM LEKS-6A ROOM 224 KITCHEN LEFT S - Sink 12.5.17 5:00 AM First Draw 250

5:13 AM LEKS-6B ROOM 224 KITCHEN LEFT S - Sink 12.5.17 5:00 AM Flush 250

5:14 AM LEKS-7A ROOM 224 KITCHEN RIGHT S - Sink 12.5.17 5:00 AM First Draw 250

5:14 AM LEKS-7B ROOM 224 KITCHEN RIGHT S - Sink 12.5.17 5:00 AM Flush 250

5:15 AM LECS-8A ROOM 217 S - Sink 12.5.17 5:00 AM First Draw 250

5:15 AM LECS-8B ROOM 217 S - Sink 12.5.17 5:00 AM Flush 250

5:16 AM LECS-9A ROOM 222 S - Sink 12.5.17 5:00 AM First Draw 250

5:16 AM LECS-9B ROOM 222 S - Sink 12.5.17 5:00 AM Flush 250

5:17 AM LEWF-10A HALL NEXT TO ROOM 217 DF - Drinking Fountain 12.5.17 5:00 AM First Draw 250

5:17 AM LEWF-10B HALL NEXT TO ROOM 217 DF - Drinking Fountain 12.5.17 5:00 AM Flush 250

5:18 AM LEWF-11A HALL ACROSS FROM ROOM 220 DF - Drinking Fountain 12.5.17 5:00 AM First Draw 250

Appendix I
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ISBE ID: 60160800022002
Building ID: LEIGH School 

Building Description:
Sample Collecti  12.6.17
Collected by: Jeff Olson

Sample Time 
(12 HR Clock)

Sample ID 
Number

Sample Location Description Fixture Type               
Date of Last 

Use

Time of Last 
Use 

(12 HR Clock)
Sample Type      

Sample 
Volume 

(mL)
Notes

5:18 AM LEWF-11B HALL ACROSS FROM ROOM 220 DF - Drinking Fountain 12.5.17 5:00 AM Flush 250

5:20 AM LECS-12A ROOM 220 S - Sink 12.5.17 5:00 AM First Draw 250

5:20 AM LECS-12B ROOM 220 S - Sink 12.5.17 5:00 AM Flush 250

5:22 AM LEWF-13A HALL ADJACENT TO ROOM 211 LEFT DF - Drinking Fountain 12.5.17 5:00 AM First Draw 250

5:22 AM LEWF-13B HALL ADJACENT TO ROOM 211 LEFT DF - Drinking Fountain 12.5.17 5:00 AM Flush 250

5:22 AM LEWF-14AHALL ADJACENT TO ROOM 211 RIGHT DF - Drinking Fountain 12.5.17 5:00 AM First Draw 250

5:22 AM LEWF-14BHALL ADJACENT TO ROOM 211 RIGHT DF - Drinking Fountain 12.5.17 5:00 AM Flush 250

5:25 AM LEWF-15A HALL ACROSS FROM 111 LEFT DF - Drinking Fountain 12.5.17 5:00 AM First Draw 250

5:25 AM LEWF-15B HALL ACROSS FROM 111 LEFT DF - Drinking Fountain 12.5.17 5:00 AM Flush 250

5:25 AM LEWF-16A HALL ACROSS FROM 111 RIGHT DF - Drinking Fountain 12.5.17 5:00 AM First Draw 250

5:26 AM LEWF-16B HALL ACROSS FROM 111 RIGHT DF - Drinking Fountain 12.5.17 5:00 AM Flush 250

5:29 AM LEWF-17A HALL ACROSS FROM ROOM 116 DF - Drinking Fountain 12.5.17 5:00 AM First Draw 250

5:31 AM LEWF-17A HALL ACROSS FROM ROOM 116 DF - Drinking Fountain 12.5.17 5:00 AM Flush 250

5:33 AM LEWF-18A LEVEL HALL ACROSS FROM ROOM 147 DF - Drinking Fountain 12.5.17 5:00 AM First Draw 250

5:33 AM LEWF-18B LEVEL HALL ACROSS FROM ROOM 147 DF - Drinking Fountain 12.5.17 5:00 AM Flush 250

5:35 AM LEWF-19A Room 108 DF - Drinking Fountain 12.5.17 5:00 AM First Draw 250

5:35 AM LEWF-19B Room 108 DF - Drinking Fountain 12.5.17 5:00 AM Flush 250

5:37 AM LEWF-20A ROOM 109 DF - Drinking Fountain 12.5.17 5:00 AM First Draw 250

5:37 AM LEWF-20B ROOM 109 DF - Drinking Fountain 12.5.17 5:00 AM Flush 250

5:42 AM LECS-21A ROOM 106 S - Sink 12.5.17 5:00 AM First Draw 250

5:42 AM LECS-21B ROOM 106 S - Sink 12.5.17 5:00 AM Flush 250
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ISBE ID: 60160800022002
Building ID: LEIGH School 

Building Description:
Sample Collecti  12.6.17
Collected by: Jeff Olson

Sample Time 
(12 HR Clock)

Sample ID 
Number

Sample Location Description Fixture Type               
Date of Last 

Use

Time of Last 
Use 

(12 HR Clock)
Sample Type      

Sample 
Volume 

(mL)
Notes

5:50 AM LEWF-22A ROOM 107 DF - Drinking Fountain 12.5.17 5:00 AM First Draw 250

5:50 AM LEWF-22B ROOM 107 DF - Drinking Fountain 12.5.17 5:00 AM Flush 250

5:53 AM LECS-23A ROOM 104 S - Sink 12.5.17 5:00 AM First Draw 250

5:53 AM LECS-23B ROOM 104 S - Sink 12.5.17 5:00 AM Flush 250

5:55 AM LECS-24A ROOM 105 S - Sink 12.5.17 5:00 AM First Draw 250

5:55 AM LECS-24B ROOM 105 S - Sink 12.5.17 5:00 AM Flush 250

5:59 AM LEWF-25A HALL NEXT TO RM 104 LEFT DF - Drinking Fountain 12.5.17 5:00 AM First Draw 250

5:59 AM LEWF-25B HALL NEXT TO RM 104 LEFT DF - Drinking Fountain 12.5.17 5:00 AM Flush 250

6:00 AM LEWF-26A HALL NEXT TO RM 104 RIGHT DF - Drinking Fountain 12.5.17 5:00 AM First Draw 250

6:01 AM LEWF-26B HALL NEXT TO RM 104 RIGHT DF - Drinking Fountain 12.5.17 5:00 AM Flush 250

6:05 AM LECS-27A ROOM 102 S - Sink 12.5.17 5:00 AM First Draw 250

6:05 AM LECS-27B ROOM 102 S - Sink 12.5.17 5:00 AM Flush 250

6:06 AM LES-28A NURSES OFFICE S - Sink 12.5.17 5:00 AM First Draw 250

6:06 AM LES-28B NURSES OFFICE S - Sink 12.5.17 5:00 AM Flush 250

6:08 AM LEWF-29A MAIN ENTRANCE LOBBY DF - Drinking Fountain 12.5.17 5:00 AM First Draw 250

6:08 AM LEWF-29B MAIN ENTRANCE LOBBY DF - Drinking Fountain 12.5.17 5:00 AM Flush 250

6:09 AM LEWF-30A HALL ACROSS FROM ROOM 205 LEFT DF - Drinking Fountain 12.5.17 5:00 AM First Draw 250

6:09 AM LEWF-30B HALL ACROSS FROM ROOM 205 LEFT DF - Drinking Fountain 12.5.17 5:00 AM Flush 250

6:10 AM LES-31A TEACHERS LOUNGE S - Sink 12.5.17 5:00 AM First Draw 250

6:10 AM LES-31A TEACHERS LOUNGE S - Sink 12.5.17 5:00 AM Flush 250

6:12 AM LECS-32A ROOM 103 ART ROOM S - Sink 12.5.17 5:00 AM First Draw 250
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ISBE ID: 60160800022002
Building ID: LEIGH School 

Building Description:
Sample Collecti  12.6.17
Collected by: Jeff Olson

Sample Time 
(12 HR Clock)

Sample ID 
Number

Sample Location Description Fixture Type               
Date of Last 

Use

Time of Last 
Use 

(12 HR Clock)
Sample Type      

Sample 
Volume 

(mL)
Notes

6:12 AM LECS-32B ROOM 103 ART ROOM S - Sink 12.5.17 5:00 AM Flush 250

6:15 AM LECS-33A ROOM 101 S - Sink 12.5.17 5:00 AM First Draw 250

6:15 AM LECS-33B ROOM 101 S - Sink 12.5.17 5:00 AM Flush 250

6:20 AM LES-34A LOWER LEVEL LUNCH ROOM S - Sink 12.5.17 5:00 AM First Draw 250

6:20 AM LES-34B LOWER LEVEL LUNCH ROOM S - Sink 12.5.17 5:00 AM Flush 250

6:23 AM LEKS-35A GYM KITCHENETTE S - Sink 12.5.17 5:00 AM First Draw 250

6:23 AM LEKS-35B GYM KITCHENETTE S - Sink 12.5.17 5:00 AM Flush 250

6:25 AM LEWF-36A LOWER LOCKER ROOM HALL DF - Drinking Fountain 12.5.17 5:00 AM First Draw 250

6:25 AM LEWF-36B LOWER LOCKER ROOM HALL DF - Drinking Fountain 12.5.17 5:00 AM Flush 250

6:40 AM LEIF-37 MAIN INCOMING SOUTH METER O - Other 12.5.17 5:00 AM Flush 500 PH=8.57

6:40 AM LEIF-38 MAIN INCOMING NORTH METER O - Other 12.5.17 5:00 AM Flush 500 PH=8.23
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Tuesday, December 26, 2017

Aires Consulting Group

RE: Leigh School/ Norridge, IL

Batavia, IL 60510

1550 Hubbard Ave.

Geoff Bacci II

Christina E. Pierce

Project Manager

Prairie Analytical Systems, Inc. received 74 sample(s) on 12/7/2017 for the analyses presented in 

the following report.

All applicable quality control procedures met method specific acceptance criteria unless otherwise 

noted.

This report shall not be reproduced, except in full, without the prior written consent of Prairie 

Analytical Systems, Inc.

If you have any questions, please feel free to contact me at (224) 253-1348.

Respectfully submitted, 

TEL:  (630) 879-3006

FAX:  (630) 879-3014

17L0235PAS WO:

1210 Capital Airport Drive

Certifications: NELAP/NELAC - IL #100323

9114 Virginia Road Suite #112

1.217.753.1152 Fax*1.217.753.1148Springfield, IL  62707 **

1.847.458.0538 Fax1.847.651.2604Lake in the Hills, IL  60156 ***
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Prairie Analytical Systems, Inc. 12/26/2017

Client:

Project: Lab Order:

Aires Consulting Group

Date:

Leigh School/ Norridge, IL

LABORATORY RESULTS

17L0235

Date AnalyzedQual DFUnits

LEWF-1A Lab ID:Client Sample ID:

Collection Date: Matrix:12/6/17   5:07 Drinking Water

LimitResultAnalyses Date Prepared Method Analyst

17L0235-01

Metals by ICP-MS

µg/L 12.00 12/19/17  13:27U 12/18/17  15:17 EPA200.8 R5.4 1994KSH*Lead

Date AnalyzedQual DFUnits

LEWF-1B Lab ID:Client Sample ID:

Collection Date: Matrix:12/6/17   5:08 Drinking Water

LimitResultAnalyses Date Prepared Method Analyst

17L0235-02

Metals by ICP-MS

µg/L 12.00 12/19/17  13:29U 12/18/17  15:17 EPA200.8 R5.4 1994KSH*Lead

Date AnalyzedQual DFUnits

LEWF-2A Lab ID:Client Sample ID:

Collection Date: Matrix:12/6/17   5:09 Drinking Water

LimitResultAnalyses Date Prepared Method Analyst

17L0235-03

Metals by ICP-MS

µg/L 12.00 12/19/17  13:31U 12/18/17  15:17 EPA200.8 R5.4 1994KSH*Lead

Date AnalyzedQual DFUnits

LEWF-2B Lab ID:Client Sample ID:

Collection Date: Matrix:12/6/17   5:09 Drinking Water

LimitResultAnalyses Date Prepared Method Analyst

17L0235-04

Metals by ICP-MS

µg/L 12.00 12/19/17  13:36U 12/18/17  15:17 EPA200.8 R5.4 1994KSH*Lead

Date AnalyzedQual DFUnits

LECS-3A Lab ID:Client Sample ID:

Collection Date: Matrix:12/6/17   5:10 Drinking Water

LimitResultAnalyses Date Prepared Method Analyst

17L0235-05

Metals by ICP-MS

µg/L 12.00 12/19/17  13:44U 12/18/17  15:17 EPA200.8 R5.4 1994KSH*Lead

Date AnalyzedQual DFUnits

LECS-3B Lab ID:Client Sample ID:

Collection Date: Matrix:12/6/17   5:10 Drinking Water

LimitResultAnalyses Date Prepared Method Analyst

17L0235-06

Metals by ICP-MS

µg/L 12.00 12/19/17  13:47U 12/18/17  15:17 EPA200.8 R5.4 1994KSH*Lead

Date AnalyzedQual DFUnits

LECS-4A Lab ID:Client Sample ID:

Collection Date: Matrix:12/6/17   5:11 Drinking Water

LimitResultAnalyses Date Prepared Method Analyst

17L0235-07

Metals by ICP-MS

µg/L 12.00 12/19/17  13:49U 12/18/17  15:17 EPA200.8 R5.4 1994KSH*Lead
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Prairie Analytical Systems, Inc. 12/26/2017

Client:

Project: Lab Order:

Aires Consulting Group

Date:

Leigh School/ Norridge, IL

LABORATORY RESULTS

17L0235

Date AnalyzedQual DFUnits

LECS-4B Lab ID:Client Sample ID:

Collection Date: Matrix:12/6/17   5:11 Drinking Water

LimitResultAnalyses Date Prepared Method Analyst

17L0235-08

Metals by ICP-MS

µg/L 12.00 12/19/17  13:55U 12/18/17  15:18 EPA200.8 R5.4 1994KSH*Lead

Date AnalyzedQual DFUnits

LECS-5A Lab ID:Client Sample ID:

Collection Date: Matrix:12/6/17   5:12 Drinking Water

LimitResultAnalyses Date Prepared Method Analyst

17L0235-09

Metals by ICP-MS

µg/L 12.00 12/19/17  14:022.69 12/18/17  15:18 EPA200.8 R5.4 1994KSH*Lead

Date AnalyzedQual DFUnits

LECS-5B Lab ID:Client Sample ID:

Collection Date: Matrix:12/6/17   5:12 Drinking Water

LimitResultAnalyses Date Prepared Method Analyst

17L0235-10

Metals by ICP-MS

µg/L 12.00 12/19/17  14:04U 12/18/17  15:18 EPA200.8 R5.4 1994KSH*Lead

Date AnalyzedQual DFUnits

LEKS-6A Lab ID:Client Sample ID:

Collection Date: Matrix:12/6/17   5:13 Drinking Water

LimitResultAnalyses Date Prepared Method Analyst

17L0235-11

Metals by ICP-MS

µg/L 12.00 12/19/17  14:15U 12/18/17  15:18 EPA200.8 R5.4 1994KSH*Lead

Date AnalyzedQual DFUnits

LEKS-6B Lab ID:Client Sample ID:

Collection Date: Matrix:12/6/17   5:13 Drinking Water

LimitResultAnalyses Date Prepared Method Analyst

17L0235-12

Metals by ICP-MS

µg/L 12.00 12/19/17  14:17U 12/18/17  15:18 EPA200.8 R5.4 1994KSH*Lead

Date AnalyzedQual DFUnits

LEKS-7A Lab ID:Client Sample ID:

Collection Date: Matrix:12/6/17   5:14 Drinking Water

LimitResultAnalyses Date Prepared Method Analyst

17L0235-13

Metals by ICP-MS

µg/L 12.00 12/19/17  14:19U 12/18/17  15:18 EPA200.8 R5.4 1994KSH*Lead

Date AnalyzedQual DFUnits

LEKS-7B Lab ID:Client Sample ID:

Collection Date: Matrix:12/6/17   5:14 Drinking Water

LimitResultAnalyses Date Prepared Method Analyst

17L0235-14

Metals by ICP-MS

µg/L 12.00 12/19/17  14:22U 12/18/17  15:18 EPA200.8 R5.4 1994KSH*Lead
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